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Abstract

:

This paper presents a phase arrangement procedure for distribution transformers to improve system unbalance and voltage profile of distribution systems, while considering the location and uncertainties of the wind turbine (WT) and photovoltaics (PV). Based on historical data, the Monte Carlo method is used to calculate the power generation value-at-risk (VAR) of WTs/PVs installed under a given level of confidence. The main target of this paper is to reduce the line loss and unbalance factor during 24-hour intervals. Assessing the various confidence levels of risk, a feasible particle swarm optimization (FPSO) is proposed to solve the optimal location of WTs/PVs installed and transformer load arrangement. A three-phase power flow with equivalent current injection (ECI) is analyzed to demonstrate the operating efficiency of the FPSO in a Taipower feeder. Simulation results will support the planner in the proper location of WTs/PVs installed to reduce system losses and maintain the voltage profile. They can also provide more risk information for handing uncertainties when the renewable energy is connected to the distribution system.
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1. Introduction


A distribution system comprises many components which supply energy to the loads. In Taiwan, the Taipower Company (TPC) usually used open-wye/open-delta transformers to supply either three-phase load or single-phase load for economical operation [1]. Problems with the planning of open-wye/open-delta transformers result in phase unbalance which causes more line loss, the drop of communication quality, and the reduction of equipment life [2,3]. A graver consequence of the phase unbalance is that the grounding relay jumps off. However, the planner desires to operate the distribution system in a more balanced status to promote the power quality and improve operation efficiency.



Distribution generators (DGs), such as wind turbines (WTs) or photovoltaics (PVs), which are located near the energy customers, play an important role in the energy sector [4,5]. The use of DGs in a distribution system has several advantages, depending on the allocation of DGs. The stochastic generation of some DGs generates power output which often does not match the load demand profile. However, the greatest challenge with DGs lies in the intermittent/unpredictable nature of the renewable DGs, as they are dependent on weather and climatic conditions. While a huge penetration of DGs in the distribution system may have a significant impact on voltage profiles of systems, it may lead to a risk due to the generation of DGs in a distribution system. Moreover, the safety operation of the distribution system needs to handle the risk of changes in system supply and demand, when the uncertain power of WTs/PVs is injected into the distribution system. Financial institutions use value-at-risk (VAR) to evaluate risk in uncertainty, by measuring the minimum loss expected in a given portfolio within an assigned period [6,7]. It is important to carry out risk assessment and seek the optimal operation in the case of uncertain power supply.



Since the open-wye/open-delta transformer simultaneously served the single-phase/three-phase loads, loads reassigning through prime phase resequencing will balance the current of three phases, thereby leading to minimal loss in the distribution feeder. The problem becomes more complex when the uncertain power of WTs/PVs is added into the system. There have been many discussions about transformer rearrangement in the past. Genetic algorithm (GA) is used to solve the phase arrangement of distribution transformers; this improves the system unbalance and loss reduction [8,9]. Non-Dominated Sorting Genetic Algorithm II (NSGA-II) is used in the connection of distribution transformers for phase balance of primary circuits to reach both loss reduction and unbalance improvement [10,11]. An automatic phase load balancing method is applied for phase-balancing of the distribution feeder to reach better operating performance in a distribution feeder [12]. Reference [13] used the automatic transformer load balance to reduce the system loss on the primary distribution circuit. For the problem of the optimal connections between distribution transformer and primary feeder, six objectives were simultaneously solved by using the normalized weighting method [14]. Linear programming and dynamic programming is used to get the optimal phase arrangement of a distribution circuit. A three-phase power flow program with equivalent current injection method is used to simulate the system loss and unbalance factor in cases of transformer rearrangement, optimal load diversity, and mixed-type [15,16]. The problem with the phase arrangement of a distribution transformer involves high complexity in the search space, which includes the enormous number of feasible combinations in the phase rearrangement. Particularly, a grid-connected proportion of WTs/PVs power supply has a huge impact on the safe operation of the distribution system. Thus, this problem has become more complicated and challenging.



In the three-phase system, WTs/PVs are generally presented in the distribution system and directly linked to the single-phase distribution network. Inappropriate location and phase of WTs/PVs may lead to greater system losses and system unbalance [17,18]. WTs/PVs inherently operate in a highly variable way. Furthermore, it is a major challenge for the system operators due to the WTs/PVs merged into a distribution circuit. Moreover, the power generation of WTs/PVs is heavily affected by weather parameters, and highly disrupted with the changing weather. It is, therefore, difficult to accurately forecast the power generation of WTs/PVs; thus, there is inherent risk in system operation.



In this paper, the Monte Carlo method [19,20] is used to calculate the generation value-at-risk (VAR) of presented WTs/PVs. Using the historical data of wind speed and global radiation, the generation VAR of WTs/PVs is derived under a given level of confidence. Considering the various confidence levels of risk, a feasible particle swarm optimization (FPSO) is proposed to optimally incorporate WTs/PVs into a distribution system and achieve optimal phase arrangement of distribution transformers under operating constraints. A three-phase power flow program with equivalent current injection (ECI) [21] is used to simulate and compare the system unbalance factor, voltage profiles, and system loss after the phase arrangement of transformers. A Taipower distribution system is proposed to demonstrate the operating efficiency and feasibility of the proposed algorithm. Results can help operators to not only appropriately install the WTs/PVs location but also the optimal phase arrangement of distribution transformers in order to reduce system loss and maintain the voltage profile. They can also provide more risk information in uncertain environments when the WTs/PVs are connected to the distribution system.




2. Problem Description


Figure 1 shows the load connection of open-wye/open-delta transformer. On the second side, the single-phase and three-phase loads are served by using the open-wye/open-delta transformer. At this time, it is equally served by two single-phase loads (   S A    a n d    S B   ) at the primary side. The loads of    S A    a n d    S B    can be calculated as Equations (1)–(3). Therefore, it does not matter which type of transformer is needed to connect to the feeder. There are many options to connect to the A, B, and C phases of the primary side.


   S A  =  S  A N   +  S  B N   +  S  A B   +  S  A C   <   60  0  +    S  3 ∅      3    <   30  0   



(1)






   S B  =  S  B C   +  S  A C   < −   60  0  +    S  3 ∅      3    < −   30  0   



(2)






   S C  = 0  



(3)







   S A   ,    S B    and    S C    are the equivalent loads for each phase.    S  A N     a n d      S  B N     are the single-phase loads connected to the neural wires.    S  A B   ,    S  A C     a n d    S  B C     are the single-phase loads connected to the two wires.    S  3 ∅     is the three-phase load.



Table 1 shows the feasible connection types for each distribution transformer, which has six connection types, three connection types, and three connection types for the three-phase transformer, open-wye/open-delta transformer, and single-phase transformer, respectively. The target of this paper is to solve the optimal connection types for distribution transformers for line loss reduction and system unbalance improvement.



The objective function for phase rearrangement of transformers is to minimize the line loss during the 24-hour intervals. The problem is formulated as:


  M i n .   O b j ( • ) =   ∑  t = 1   24     P  l o s s , 3 ϕ  t     



(4)






   P  l o s s , 3 ϕ  t  =  P  l o s s , a  t  +  P  l o s s , b  t  +  P  l o s s , c  t   



(5)







   P  l o s s , 3 ϕ  t    is the total line loss of distribution feeders at   t - t h   time.    P  l o s s , a  t   /   P  l o s s , b  t   /   P  l o s s , c  t    is the line losses of a/b/c phase at   t - t h   time. The line loss of each phase can be defined as follows:


      P  l o s s  t      =  1 2    ∑  i = 1   N B      ∑  j = 1   N B    Re      Y  i j            V i     2  +      V j     2  − 2    V i         V j    cos  θ  i j          



(6)




where   N B   is the total number of branches and    V i    is the voltage of   i - t h   bus.    Y  i j     is the admittance of branch   i − j   and    θ  i j   =  θ i  −  θ j    is the phase angle difference between bus-i and bus-j.



The operating constraints are considered as follows.



2.1. Power Balance


The sum of power supply, and the VAR of PV output, and the VAR of WT output must be equal to the sume of load demand and line loss.




    P  s w , a  t  +   ∑  s = 1  S    P  s _ e s t , a  t    +   ∑  w = 1  W    P  w _ e s t , a  t    =  P  L o a d , a  t  +  P  l o s s , a  t    



(7)






    P  s w , b  t  +   ∑  s = 1  S    P  s _ e s t , b  t    +   ∑  w = 1  W    P  w _ e s t , b  t    =  P  L o a d , b  t  +  P  l o s s , b  t    



(8)






    P  s w , c  t  +   ∑  s = 1  S    P  s _ e s t , c  t    +   ∑  w = 1  W    P  w _ e s t , c  t    =  P  L o a d , c  t  +  P  l o s s , c  t    



(9)





   P  L o a d , a  t   /   P  L o a d , b  t   /   P  L o a d , c  t   : The load demand of the a/b/c phase at   t - t h   time.



   P  s w , a  t   /   P  s w , b  t   /   P  s w , c  t   : The power supply of the a/b/c phase at   t - t h   time.



   P  s _ e s t , a  t   /   P  s _ e s t , b  t   /   P  s _ e s t , c  t   : The VAR of PV output of the a/b/c phase at   t - t h   time.



   P  w _ e s t , a  t   /   P  w _ e s t , b  t   /   P  w _ e s t , c  t   : The VAR of WT output of the a/b/c phase at   t - t h   time.




2.2. Voltage Constraints


The i-th bus voltage constraints at   t - t h   time are described in Equation (10). Any scheme which violates the constraint does not select:


   V  i , ( a , b , c )  t  ≥  V  min    



(10)







   V  i , ( a , b , c )  t   : the i-th bus voltage magnitude of a/b/c phase at   t - t h   time.



   V  m i n    : lower limit of bus voltage magnitude.




2.3. The Unbalance Factor Constraints


The unbalance constraints at   t - t h   time are described as in Equation (10).


  U  F t  ≤ U  F  max    



(11)







The unbalance factor of terminal bus at   t - t h   time is calculated as in Equation (11).


  U  F t  =   M a x      I  s w , a  t  −  I  s w , a v g  t    ,      I  s w , b  t  −  I  s w , a v g  t    ,      I  s w , c  t  −  I  s w , a v g  t         I  s w , a v g  t    × 100 %  



(12)







   I  s w , a g  t   : the average current of the three-phase of the terminal bus at   t - t h   time.



   I  s w , a  t   /   I  s w , b  t   /   I  s w , c  t   : the current of the a/b/c phase of the terminal bus at   t - t h   time.



  U  F  max    : upper limit of unbalance factor.



  U  F t   : the unbalance factor of the terminal bus at   t - t h   time.



The fitness function is modified as:


  F i  t i  = O b j (  x i  ) + p e  n t   



(13)







  O b j   is the objective function and   p e  n t    is the penalty value which is regulated in the searching process. The penalty value can be defined as:


  if    V  i , ( a , b , c )  t  <  V  min     t h e n    V  p e n  t  = λ    v  |  V  min   −  V  i , ( a b c )   |  



(14)






  if   U  F t  > U  F  max     t h e n   U  F  p e n  t  = λ     U F   | U  F  max   − U  F t  |  



(15)






  p e  n t  =  V  p e n  t  + U  F  p e n  t   



(16)







If any variable violates their operated constraints, the penalty value will increase and the corresponding individual will be rejected to avoid producing an infeasible scheme.





3. Solution Algorithm


3.1. Generation VAR of WTs/PVs


VAR is a widely-used method for evaluating the uncertainty of power output of renewable sources under various scenarios [22,23]. Value-at-risk (VAR) is a method of measuring market risk. It is an evaluation of loss due to market fluctuations under a specific period and a specific probability. The desired maximal loss is defined in a given specific probability which is called the confidence level to represent the degree of VAR. Figure 2 is the diagram of VAR. Ninety-five percent is the common value of confidence level. This means that 95% of the time, the user’s loss will be less than VAR, and 5% of the time, the user’s loss will be greater than VAR. This paper proposes a VAR for representing the uncertainty of WTs/PVs under various scenarios. Based on the historical data available, the VAR of the WTs/PVs penetrated was calculated by using the Monte Carlo method.



Figure 3 shows the VAR of wind speed at the confidence levels of 95% and 90%. The Monte Carlo method was used to simulate the VAR of wind speed 10,000 times. According to Figure 3, lower wind speed has a higher risk requirement and a relatively small WT power output. Similarly, Figure 4 shows the VAR of global radiation at the confidence levels of 95% and 90%. To simulate the VAR of the confidence level of 95% and 90%, 10,000 samples were used. The Monte Carlo method was also used to simulate the VAR of global radiation 10,000 times and can get a better result [24].



By considering the VAR of wind speed and global radiation, the WT power output (   P  w _ e s t  t   ) can be expressed in Equation (17) and the PV power output (   P  s _ e s t  t   ) can be expressed in Equation (18).


   P  w _ e s t  t  =  1 2    ρ    C p  ( λ , θ ) A   (  v t  var   )  3   



(17)






   P  s _ e s t  t  =  η  P V   ×  P  G , var  t  ×  A  P V    



(18)







In this paper, the location of WTs/PVs is determined on the bus of the distribution feeder. Since the distribution feeder is located in a small area, the difference in energy productivity at different sites is not considered in this study.




3.2. Feasible Particle Swarm Optimization (FPSO)


Particle swarm optimization (PSO) was proposed in [25] for the problem of optimization in 1995. The search process of PSO imitates the mechanism of birds’ (particles) flock flying. Each particle remembers its current optimal position (  p b e s t  ), and the current global optimal position   ( g b e s t )   in the population. Hence, PSO tries to reach compatibility between local search and global search. In the FPSO system, the position and velocity of particles is defined in Equation (19) and Equation (20) [26].


   v i  t + 1   = w ×  v i t  +  c 1  × r a n d × ( p b e s  t i t  −  x i t  ) +  c 2  × r a n d × ( g b e s  t  t  −  x i t  )  



(19)






   x i  t + 1   =  x i t  +  v i  t + 1    



(20)






   w t  =  w  m i n   +      w  m a x   −  w t  ) × (    t  m a x   − t      t  m a x      



(21)







PSO has the characteristics of movement, evolution, elimination, and multiple variability. The movement in the PSO process is only dependent on the movement distance generated, and the movement information is transmitted between the particles. It is easy to converge to the local optimum. FPSO introduces the auto-adjust scheme by using the random parameter to assign the “infeasible solution (  g b e s  t  inf    )” and the “feasible solution (  g b e s  t f   )” into the solution space in order to make the PSO more efficient in the search for a global optimum as indicated in Figure 5. As indicated in Figure 5, the “infeasible solution (  g b e s  t  inf    )” space may be an attractive solution in the nearest future. An improvement on the auto-adjust scheme solution begins with finding the best direction to take in order to attain a global optimum. Hence, the velocity in FPSO can be modified as Equation (22).


      i f     r < 0.3             t h e n        v  i , j   t + 1   = w ×  v  i , j  t  +  c 1  × r a n d × ( p b e s  t  i , j    −  x  i , j  t  )     +  c 2  × r a n d × ( g b e s  t  inf , j    −  x  i , j  t  )         e l s e   i f     0.3 ≤ r ≤ 0.7             t h e n        v  i , j   t + 1   = w ×  v  i , j  t  +  c 1  × r a n d × ( p b e s  t  i , j    −  x  i , j  t  )     +  c 2  × r a n d × ( g b e s  t j   −  x  i , j  t  )         e l s e     r > 0.7             t h e n        v  i , j   t + 1   = w ×  v  i , j  t  +  c 1  × r a n d × ( p b e s  t  i , j    −  x  i , j  t  )     +  c 2  × r a n d × ( g b e s  t  f , j    −  x  i , j  t  )        



(22)








3.3. Implementation of Searching Procedure


The implementation of the searching procedure is described as following steps.



	(a)

	
Calculate the transformer hourly loading in a TPC distribution feeder.




	(b)

	
Input the line data and bus data of the TPC distribution feeder. The bus data has the loads, types and phase of the distribution transformers, the number of WTs/PVs, and the generation VAR of the WTs/PVs.




	(c)

	
Randomly initialize 30 particles with feasible connection of distribution transformers, and the phase and location of WTs/PVs.







The phase rearrangement of distribution transformers and the location of WTs/PVs can be described as a binary state, so the initial solution is achieved by setting a binary value for the state of each particle. The initial feasibility state for each particle is defined by the Equations (23)–(28):


   x  j , n    p ′    = [  x  j , n  p  ,    x  λ , s  p  ,    x  γ s  p  ,    x  λ , w  p  ,    x  γ , w  p  ]  



(23)







   x  j , n  p  = [  x  1 , n  p  ,  x  2 , n  p  , … ,  x  j , n  p  , … ,  x  J − 1 , n  p  ,  x  J , n  p  ]   is the n-th connected state of distribution transformers corresponding to the j-th bus, which is defined as Equation (22).


   x  j , n  p  =  x  j , min   + r o u n d   r a n d × (  x  j , max   −  x  j , min   )    



(24)







   x  λ , s  p  = [  x  λ , 1  p  ,  x  λ , 2  p  , … ,  x  λ , S  p  ]   is located at the   λ - t h   bus of the   s - t h   PV, as defined in Equation (23).


   x  λ , s  p  = 1 + r o u n d   r a n d × ( N − 1 )    



(25)







   x  γ , s  p  = [  x  γ , 1  p  ,  x  γ , 2  p  , … ,  x  γ , S  p  ]   is located at the   γ - t h   phase of the   s - t h   PV, as defined in Equation (24).


   x  γ , s  p  = 1 + r o u n d   r a n d × ( 3 − 1 )    



(26)







Similarly,    x  λ , w  p  = [  x  λ , 1  p  ,  x  λ , 2  p  , … ,  x  λ , W  p  ]   is located at the   λ - t h   bus of the   w - t h   WT and    x  γ , w  p  = [  x  γ , 1  p  ,  x  γ , 2  p  , … ,  x  γ , W  p  ]   is located at the   γ - t h   phase of the   s - t h   WT.


   x  λ , w  p  = 1 + r o u n d   r a n d × ( N − 1 )    



(27)






   x  j , w   p , γ   = 1 + r o u n d   r a n d × ( 3 − 1 )    



(28)












	(d)

	
Perform the load flow program with ECI and calculate the fitness values of each particle in the 24-hour interval. The fitness function is defined in Equation (13).




	(e)

	
Compare each particle’s fitness value with the   p b e s t  . If the objective value is smaller than the   p b e s t  , set the value as the current   p b e s t  .




	(f)

	
If the penalty factor is equal to 0 (  p e  n t  = 0  ), the best particle associated with the minimal   p b e s t   of all particles is set to the value of this   p b e s t   as the current   g b e s  t f   .




	(g)

	
If the penalty factor is more than 0 (  p e  n t  > 0  ), the best particle is set to   g b e s  t  i n f    .




	(h)

	
Perform the FPSO according to Equation (22) for each particle and update velocity and position vectors.




	(i)

	
The stopping condition is 100 generations. If the preset stopping condition is not yet reached, then go back to Step (d).









Figure 6 shows the flowchart of the searching procedure





4. Case Study


To prove the effectiveness of the proposed algorithm, a Taipower feeder, as shown in Figure 7, was adopted to simulate its efficiency [27]. There are 32 buses in this feeder which serves residential, commercial, and several small-industrial customers. A total of 3648 different users are linked to the Taipower feeder. Table 2 shows the connected status of distribution transformers in this feeder. The rating output of WT and PV is 200 kW and 40 kW, respectively. Two PVs and two WTs are installed on the bus of the distribution feeder. Three cases were simulated in this study.



Original Case: The original 32 buses configuration without WTs/PVs installed.



Case 1: The optimal phase connection of the transformers without considering the location of the WTs/PVs.



Case 2: The optimal phase connection of the transformers considering the location of the WTs/PVs.



4.1. The Optimal Location of WTs and PVs


Table 3 shows the optimal location of WTs and PVs in the different scenarios. WTs and PVs are installed at the bus location and phase location to minimize line loss. From Table 3, there are some differences in the optimal location of the bus and phase, with location at 90% VAR and location at 95% VAR, respectively.



Table 4 is the optimal phase connection of distribution transformers when the WTs/PVs are added to the distribution feeder in the various scenarios. The load phases of the transformer connections of bus 4, 12, 17, 22, 30 do not need to be changed in all the scenarios and the other buses need to change the load phase of the transformer once, twice, or thrice in the various scenarios.




4.2. The Optimal Phase Connection of the Transformers


Figure 8 shows the comparisons for the daily minimal voltage profiles of all buses. In Figure 8, the minimal voltage of all buses is operated from 0.938 pu to 0.974 pu in the original case, from 0.957 pu to 0.983 pu in Case 1, and from 0.956 pu to 0.985 pu in Case 2. In the original case, the minimal voltage is 0.937 pu, which violates operating limits. It can be shown that the voltage profiles can be improved after the phase arrangement and the installation of WTs/PVs.



Figure 9 shows the daily system unbalance factor at the terminal bus. In Figure 9, the maximal unbalance factor is 25% in the original case, 12% in Case 1, and 20% in Case 2. It is observed that the proper phase arrangement will get a lower unbalance factor than that without phase re-arrangement.



Figure 10 shows the daily system loss profiles. The daily system loss is improved after phase rearrangement and installation of WTs/PVs. Total system loss is 945.775 kW in the original case, 901.860 kW in Case 1, and 679.459 kW in Case 2. As Figure 10 indicates, the profiles with WTs/PVs installed and phase rearrangement have more loss reduction.




4.3. The Optimal Phase Connection of the Transformers Considering the Generation of WTs/PVs


Figure 11 shows the VAR of daily minimal voltage at the various confidence levels ( α  = 100%,  α  = 95%,  α  = 90%). The VAR of minimal voltage in a day corresponding to 100%, 95%, and 90% is 0.958 pu, 0.962 pu, and 0.961 pu, respectively. According to Figure 11, a higher VAR of minimal voltage results in a higher confidence level, which also leads to lower risk.



Figure 12 shows the VAR of the daily unbalance factor at the various confidence levels ( α  = 100%,  α  = 95%,  α  = 90%). The VAR of the maximal unbalance factor in a day corresponding to 100%, 95%, and 90% is 19.9348%, 14.803%, and 10.683%, respectively. As seen in Figure 12, a higher confidence level leads to a lower VAR of maximal unbalance factor, which means lower risk.



Figure 13 shows the VAR of daily system loss at the various confidence levels ( α  = 100%,  α  = 95%,  α  = 90%). The VAR of total loss in a day corresponding to 100%, 95%, and 90% is 679.459 kW, 701.624 kW, and 703.766 kW, respectively. Similarly, a higher confidence level leads to a higher VAR of system loss, which is lower risk.




4.4. Convergence Test


Figure 14 illustrates the convergence characteristics of PSO, time variable acceleration coefficient with PSO (TVAC-PSO) [28], PSO with constriction factor (PSO-CF) [29], and FPSO in Case 2. The tests were carried out on an Intel core i7-6700 3.4GHz CPU with 8 GB DRAM memory. In Figure 14, the improvement of the FPSO over other algorithms is clear. Table 5 shows the maximum, minimum, and average convergent fitness values tested in Case 2 at 100 times. Although the solution’s improvement is subtle, it shows the ability of the FPSO to look for a global optimal position.





5. Conclusions


This paper presents a FPSO to find the optimal phase arrangement of distribution transformers, which minimizes the system losses for improving the system unbalance and voltage profile. By considering the WTs/PVs installed, the optimal location and VAR of power generation are simultaneously integrated into the searching procedure. The FPSO is proposed to determine the optimal location of WTs/PVs and the arrangement of distribution transformers in contexts of uncertainty. According to the optimal WT/PV location and phase assignment of distribution transformers, the system loss, minimal voltage profiles, and unbalance factor are solved by the ECI three-phase load flow analysis. The effectiveness of the FPSO in solving the phase arrangement procedure was tested on a 32-bus Taipower distribution feeder; it can explore the impact of uncertainty and risk aversion on phase arrangement of distribution transformers decisions with high renewable penetration. Results can help operators to process more valuable information for improving system unbalance, voltage profiles, and system loss. The proposed algorithm can also be applied in the power system planning and operation of many mixed integer optimization problems in the future.



WTs/PVs are a key development for the purpose of global sustainability trends in renewable energy. Influenced by factors of geography, circumstance, and climates, WTs/PVs are intermittent, volatile, and uncontrollable. Based on the historical wind speed/global radiation and corresponding power output data, a VAR model of WT/PV is simply presented in this study. Due to the energy potential of WT/PV being dependent upon the location of the local area, the influencing factors were retrieved from the Central Weather Bureau Observation Data Inquire System [30] to forecast the power output of WT/PV. It not only improves the forecast model availability, but also enhances the forecasting accuracy in our further research.
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	Symbols
	Abbreviations



	     ρ     
	air density (  k g /  m 3   )



	     A   
	the rotor area (   m 2  )  



	    v t    
	the speed of WT (  m / s )   at   t - t h   time



	    v t  var     
	the VAR of wind speed (  m / s )   at   t - t h   time



	    λ     
	the ratio of tip speed



	  θ  
	the pitch angle of rotor blades (deg.)



	    P G t    
	the global radiation (  w /  m 2   ) at   t − t h   time



	    A  P V     
	the PV array area (   m 2   )



	    η  P V     
	the operating efficiency of PV



	    P  G , var  t    
	the VAR of global radiation (  w /  m 2   )at   t - t h   time



	    c 1  /  c 2    
	acceleration constant



	   r a n d   
	uniformly distributed random variables between 0 and 1



	    x i t    
	the position of particle  i  at iteration  t 



	    v i t    
	the velocity of particle  i  at iteration  t 



	   p b e s  t i t    
	the own best position of particle  i  at iteration  t 



	   g b e s  t  t    
	the best particle in the swarm at iteration  t 



	    w t    
	the inertia weight at iteration  t .    w  max   = 2   and    w  min   = 0.1  
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Figure 1. The loads of the open-wye/open-delta transformer. 
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Figure 2. The diagram of VAR calculation. 
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Figure 3. The VAR of wind speed at the confidence levels of 95% and 90%. 
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Figure 4. The VAR of global radiation at the confidence levels of 95% and 90%. 
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Figure 5. The auto-adjust scheme of FPSO. 
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Figure 6. Flowchart of the searching procedure. 
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Figure 7. The practical feeder diagram. 
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Figure 8. The daily minimal voltage profiles of all buses. 
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Figure 9. The daily system unbalance factor at the terminal bus. 
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Figure 10. The daily system loss profiles. 
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Figure 11. The VAR of daily minimal voltage in the various confidence levels. 






Figure 11. The VAR of daily minimal voltage in the various confidence levels.



[image: Energies 13 05852 g011]







[image: Energies 13 05852 g012 550] 





Figure 12. The VAR of daily unbalance factor at the various confidence levels. 
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Figure 13. The VAR of daily system loss at the various confidence levels. 
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Figure 14. The convergence characteristics of PSO, time variable acceleration coefficient with PSO (TVAC-PSO), PSO with constriction factor (PSO-CF), and FPSO in Case 2. 
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Table 1. The feasible connection schemes for transformers.






Table 1. The feasible connection schemes for transformers.





	
Type

	
   3 ∅   

Transformer

	
Open-Wye/Open-Delta

Transformer

	
Single-Phase

Transformer






	
1

	
A

	
B

	
C

	
A

	
B

	
x

	
A

	
x

	
x




	
2

	
A

	
C

	
B

	
A

	
x

	
C

	
x

	
B

	
x




	
3

	
B

	
A

	
C

	
x

	
B

	
C

	
x

	
x

	
C




	
4

	
B

	
C

	
A

	
-

	
-

	
-

	
-

	
-

	
-




	
5

	
C

	
A

	
B

	
-

	
-

	
-

	
-

	
-

	
-




	
6

	
C

	
B

	
A

	
-

	
-

	
-

	
-

	
-

	
-
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Table 2. The connected status of the distribution transformer.






Table 2. The connected status of the distribution transformer.





	   B u  s i    
	   T r   
	Load
	   B u  s i    
	   T r   
	Load
	   B u  s i    
	   T r   
	Load
	   B u  s i    
	   T r   
	Load





	1
	−
	−
	9
	Y−Δ
	A, B, C
	17
	Open Y
	A, B
	25
	−
	−



	2
	−
	−
	10
	Y−Δ
	A, B, C
	18
	−
	−
	26
	1 ϕ 
	A



	3
	Open Y
	A, B
	11
	Y−Δ
	A, B, C
	19
	Y−Δ
	A, B, C
	27
	Y−Δ
	A, B, C



	4
	Open Y
	B, C
	12
	Y−Δ
	A, B, C
	20
	Open Y
	A, C
	28
	Open Y
	A, B



	5
	−
	−
	13
	Open Y
	A, C
	21
	−
	−
	29
	Y−Δ
	A, B, C



	6
	−
	−
	14
	−
	−
	22
	1 ϕ 
	B
	30
	Open Y
	A, C



	7
	−
	−
	15
	−
	−
	23
	−
	−
	31
	Y−Δ
	A, B, C



	8
	Open Y
	A, B
	16
	−
	−
	24
	Open Y
	B, C
	32
	Open Y
	B, C
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Table 3. The optimal location of WTs and PVs in the different scenarios.
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Optimal Location

	
Location

90% VAR

	
Location 95%VAR




	
   λ   

	
   γ   

	
   λ   

	
   γ   

	
   λ   

	
   γ   






	
WT1

	
19

	
1

	
19

	
1

	
18

	
3




	
WT2

	
20

	
3

	
20

	
3

	
20

	
1




	
PV1

	
17

	
3

	
17

	
3

	
18

	
1




	
PV2

	
20

	
3

	
20

	
3

	
19

	
1








 λ : bus location.  γ : phase location.
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Table 4. The optimal phase connection of distribution transformers.
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	Bus No.
	Transformer Type
	Original Connected
	Phase

Rearrangement
	Phase Rearrangement with

90% VAR
	Phase Rearrangement with

95%VAR





	3
	   2 ϕ   
	A, B
	A, B
	A, B
	A to C, B



	4
	   2 ϕ   
	B, C
	B, C
	B, C
	B, C



	8
	   2 ϕ   
	A, B
	A to C, B
	A to C, B
	A to C, B



	9
	   3 ϕ   
	A, B, C
	A to C, B, C to A
	A to C, B, C to A
	A to C, B, C to A



	10
	   3 ϕ   
	A, B, C
	A, B, C
	A, B, C
	A, B, C



	11
	   3 ϕ   
	A, B, C
	A to C, B, C to A
	A to C, B, C to A
	A to C, B, C to A



	12
	   3 ϕ   
	A, B, C
	A, B, C
	A, B, C
	A, B, C



	13
	   2 ϕ   
	A, C
	A to C, C to A
	A to C, C to A
	A to C, C to A



	17
	   2 ϕ   
	A, B
	A, B
	A, B
	A, B



	19
	   3 ϕ   
	A, B, C
	A to C, B, C to A
	A to C, B, C to A
	A to C, B, C to A



	20
	   2 ϕ   
	A, C
	A to C, C to A
	A to C, C to A
	A to C, C to A



	22
	   1 ϕ   
	B
	B
	B
	B



	24
	   2 ϕ   
	B, C
	B, C to A
	B, C to A
	B, C to A



	26
	   1 ϕ   
	A
	A to C
	A to C
	A to C



	27
	   3 ϕ   
	A, B, C
	A to C, B to A, C to B
	A to C, B to A, C to B
	A to C, B, C to A



	28
	   2 ϕ   
	A, B
	A, B to C,
	A, B to C
	A to B, B to C



	29
	   3 ϕ   
	A, B, C
	A to B, B to C, C to A
	A to B, B to C
	A, B, C



	30
	   2 ϕ   
	A, C
	A, C
	A, C
	A, C



	31
	   3 ϕ   
	A, B, C
	A to C, B, C to A
	A to C, B, C to A
	A to C, B, C to A



	32
	   2 ϕ   
	B, C
	B, C
	B, C
	B, C to A







Note: A to C is changed from phase-A connection to phase-C connection.
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Table 5. The comparison of PSO, TVAC-PSO, PSO-CF, and FPSO in Case 2.
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	PSO
	TVAC-PSO
	PSO-CF
	FPSO





	Max. Convergent Fitness Value
	959.098
	927.018
	897.813
	861.843



	Min. Convergent Fitness Value
	758.617
	697.927
	693.345
	679.459



	Average Convergent Fitness Value
	826.085
	781.681
	768.916
	744.558



	CPU Time (sec)
	48.67
	56.184
	83.731
	60.821







TVAC-PSO: time variable acceleration coefficient with PSO [28]. PSO-CF: PSO with constriction factor [29].
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